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West Main, Tower 1   
Retail 1c  ~4,900 SF
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FDC IN PLANTING BED, LOCATED WITHIN 
100' OF FIRE HYDRANT.  SEE CIVIL.

GENERATOR REMOTE FUEL 
STATION.  SEE MECHANICAL.
GAS METER.  SEE MECHANICAL.

GUARDRAIL SEPARATING MAINTENANCE 
ACCESS PATH AND STAIRS DOWN

MAINTENANCE ACCESS PATH TO 
GENERATOR REMOTE FUEL STATION, 
GAS METER & FARS PANEL
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SHELL & CORE FINISH OF ACTIVE USE SPACES ARE 
EXPOSED STRUCTURAL SLABS (SE).  THE FINISH FLOOR 
ELEVATIONS AND TRANSITIONS BETWEEN FLOOR 
ELEVATIONS WITHIN THE ACTIVE USE SPACES TO BE 
ADDRESS AS PART OF THE FUTURE TENANT IMPROVEMENT.

E

ENTRY VESTIBULES REQUIRED AT TIME OF 
TENANT BUILD-OUT IF ENTRANCE SERVES A 
SPACE GREATER THAN 3,000 SF IN AREA PER 
WSEC C402.5.7.  TYPICAL ALL EXTERIOR ENTRY 
POINTS TO THE ACTIVE USE SPACE
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EXTERIOR MOBILE AIR CONNECTION 
PANEL, FREESTANDING
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SHAFT (DASHED FOR REFERENCE) 

MECHANICAL
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HANDRAIL WITH 
XL-1 FIXTURE -
SEE 5/A1-558 & 
LANDSCAPE 
DRAWINGS

HANDRAIL -
SEE 5/A1-558 & 
LANDSCAPE 
DRAWINGS

HANDRAIL WITH 
XL-1 FIXTURE -
SEE 5/A1-558 & 
LANDSCAPE 
DRAWINGS

HANDRAIL WITH 
XL-1 FIXTURE -
SEE 5/A1-558

HANDRAIL WITH 
XL-1 FIXTURE -
SEE 5/A1-558 & 
LANDSCAPE 
DRAWINGS
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SEE A1-801 & A1-802 FOR WALL TYPES.
SEE A1-851 TO A1-852 & SLAB EDGE DRAWINGS FOR RATED 
SHAFT DETAILS @ TOWER & PODIUM CORE.
SEE A1-611 TO A1-612 FOR OPENING SCHEDULES.
SEE SLAB EDGE DRAWINGS & DETAIL CALL-OUTS FOR 
RELATIONSHIP BETWEEN CONCRETE WORK & FINISH CONDITION.
PROVIDE SOLID FRT WOOD BLOCKING AS REQUIRED @ 
LOCATIONS INCLUDING, BUT NOT LIMITED TO: GRAB BARS, 
SHELVING, OVERHEAD CABINETS, BATHROOM ACCESSORIES, 
SIGNAGE & WALL MOUNT EQUIPMENT. SEE A1-700 SERIES FOR 
RESTROOM ACCESSORY DIMENSIONS.
SEE A1-890 SERIES FOR ACCESSIBILITY DIAGRAMS.
SEE A1-561 TO A1-569 FOR HORIZONTAL & VERTICAL ASSEMBLY 
TYPES.
REFERENCE   FOR REQUIREMENTS CONCERNING 
PROTRUDING OBJECTS ALONG CIRCULATION PATHS.
REFERENCE SHEET A1-701 FOR ACCESSIBLE STANDARDS AND  
MOUNTING HEIGHTS
DIMENSIONS ARE TO FACE OF GWB, CMU OR CONCRETE.  
REVIEW FINISH PLANS AND ROOM SCHEDULES FOR WALL 
LOCATIONS TO RECEIVE TILE. 
SEE A1-621 FOR ROOM FINISH SCHEDULE.
SEE AS1-400 SERIES FOR WATERPROOFING PLANS AND EXTENTS 
OF TRAFFIC COATING.
HINGE SIDE OF DOOR LOCATED 6" OFF PERPENDICULAR WALL, 
UNO. SEE DETAILS ON A1-613.
SEE A1-428 & A1-429 FOR TYPICAL STAIR & HANDRAIL DETAILS.
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1 ADDENDUM #1 10/18/19
E TOWER 1 PERMIT

RESUB 'A'
02/14/20

F TOWER 1 PERMIT
RESUB 'B'

04/16/20

H TOWER 1 PERMIT
RESUB 'C'

08/13/20

4 CCD #10 12/23/20

1.1.51

Level landing required

Paving to be re-worked/
warped hatched area to
meet level landing

Storefront to be
reconfigured
(current location
dashed)

(4) lean rails to be
relocated

Sidewalk slopes dn.

S
idew

alk slopes dn.

These doors not used
for egress in this option

Tower 1 / Retail 1
Demising Option 5
Single Tenant, Two Exits

- Second storefront entrance added
for egress.
- Split floor levels.
- Chair lift added to provide second
means of accessible egress.
- Maximum flexibility for  planning
and occupancy.

Bike Racks

1,959.09 sf

Retail Lease Space 1- 4,214 SF
99'-5" FF

343.81 sf

42'-2"

112'-4 1/2"
1/3 = 37.5'

Separation distance
meets min req'd by
IBC 1007.1.1.1 for
two exits from space

Tower 1 SE Retail
Demising/ Secondary Egress Option
Studies
GDG - 03/21/24

Area of Assisted
Rescue (30" X 52")

(70 occupants @ 1/60)

97'-6" FF
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N 

Demising Option 5  | One Tenant
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Retail 1c
~4,900 SF
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West Main, Tower 1   
Retail 1d  ~1,150 SF
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Retail 1d
~1,150 SF

Retail 1a
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West Main, Tower 2
Retail 2b  ~4,300 SF

N

10
6t

h 
A

ve
 N

E

Retail 2a
Shoo Loong Kan

Retail 2b
~4,300 SF 

(divisible)

~2,400 SF

~1,900 SF
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West Main, Tower 3  
Retail 3b  ~3,400 SF
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Retail 3b
~3,400 SF

NE 2nd St

Retail 3a
Tapster


